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TEST REPORT
REACTION TO FIRE TEST

TEST SPONSOR:

Fazah Industrial Company
Second Industrial Area, Nr Sabic R&D Office

Al Kharj Road, Riyadh 11557, Kingdom of Saudi Arabia
T:+966 11 265 5467
Website: www.fazah.net

TESTED MATERIAL/ASSEMBLY:

4mm thick Aluminium Composite Panel (ACP)

TEST STANDARD:

ASTM E84-16: Standard Test Method for Surface Burning Characteristics of Building
Materials

JLIII] Test Date: 13-Nov-16

THOMAS BELL-WRIGHT Issue Date: 23-Feb-17
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THOMAS BELL-WRIGHT
INTERNATIONAL CONSULTANTS Test Reference No.: QB110-2
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Accreditation

ISO/IEC 17025: General requirements for the competence of testing and calibration
laboratories with:

United Kingdom Accreditation Service (UKAS) - Testing Laboratory: 4439
www.ukas.com iz
LEKAS

TESTING

GCC Accreditation Center (GAC) - Testing Laboratory: ATL-0017
www.GCC-accreditation.org

Memberships

Members of European Group of Organization for Fire Testing, Inspection and Certification

www.egolf.org.uk

Member of International Trade Council

www.thetradecouncil.com

Member of Association for Specialist Fire Protection

www.asfp.org.uk

Member of Centre for Window and Cladding Technology
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www.asip.org.uk

www.cwct.co.uk

The work which is the subject of this report falls wholly or partly under the accreditations of 1SO 17025
UKAS and ISO 17025 GAC.
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